NOTE:
CHANNEL & PIPE TO BE SHOP PRIMED
AFTER FABRICATION

4" ¢ STEEL PIPE
i\e X8.2 CHANNEL

3/4"8 X 2" M.BOLT THRU BAR

TACK WELD BOLT TO BAR

6" MAX 3"WIDE X 3/16" STEEL BAR
72 WELD EACH END TO PIPE
37 TYP PP | _— 4" PIPE
10" DIAM HOLE OR
12” WIDE CONTINUQUS TRENCH
BACKFILL WITH CONCRETE
#8 REINF. BAR
SPACE VERTS © 8°0.C.
8" WIDE TRENCH-
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CONCRETE
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